
Cnt. Outage Ckt N-0 N-1 N-0 N-1 N-0 N-1

 # Name kV Name kV # Norm Emer % % % % % %

41 OWENSTP1-KASSON 115-kV & OWENSTP1-OI GLASS 115-kV Lines ELLS GTY 115 TRACY JC 115 1 130 150 92 101 69 93

61 LINDEN-MRMN JCT 60-kV & MRMN JCT-MORMON 60-kV Lines N.HGN JT 60 CORRAL  60 1 33.8 39.3 46 90 46 90 46 90

70 STAGG-HAMMER 60-kV Line CNTRY CB 60 UOP     60 1 79 92 48 118 48 118 48 118

STAGG   60 CNTRY CB 60 1 65.3 92 53 76 53 76 53 76

STAGG   60 CNTRY CB 60 2 65.3 76.8 53 91 53 91 53 91

71 CNTRY CB-UOP 60-kV & UOP-WSTLNESW 60-kV Lines LOCKEFRD 60 LOCKFORD 230 2 134.4 161 121 123 121 123 121 123

72 LOCKEFRD-VICTOR 60-kV & VICTOR-WODBRG J 60-kV Lines LOCKEFRD 60 INDUSTRL 60 1 79 92 75 102 75 102 75 102

75 LOCKEFRD-INDUSTRL 60-kV Line LOCKEFRD 60 VICTOR  60 1 79 92 67 100 67 100 67 100

LOCKEFRD 60 LODI JCT 60 1 55 63 64 99 64 99 64 99

INDSTR J 60 INDUSTRL 60 1 79 92 63 97 63 97 63 97

WODBRG J 60 INDSTR J 60 1 79 92 63 97 63 97 63 97

VICTOR  60 WODBRG J 60 1 79 92 63 97 63 97 63 97

105 VLLY SPS 230/60-Kv Transformer & TIGR CRK-VLLY SPS 230-kV Line AMFOR_SW 60 AM FORST 60 1 30.8 35.8 14 157 14 157 14 157

INE_TP  60 CLAY    60 1 30.8 35.8 45 120 45 120 45 120

VLLY SPS 60 AMFOR_SW 60 1 29 34 59 98 59 98 59 99

106 STAGG 230/60-kV #1 Transformer STAGG   60 STAGG   230 4 134.4 161 68 123 68 123 68 123

107 STAGG 230/60-kV #4 Transformer STAGG   60 STAGG   230 1 134.4 161 73 122 73 122 73 122

117 TESLA 500 - TESLA E 230-kV #2 Transformer TESLA E 230 TESLA D 230 1 797 797 65 106 69 108 70 110

120 TESLA 230/115-kV #3 Transformer TESLA   115 TESLA D 230 1 120 144 46 93 ---- ---- ---- ----

123 MANTECA 115/60-kV #3 Transformer CALVO   60 KASSON  60 1 29.2 33.9 28 113 31 116 33 116

MSSDLESW 60 CALVO   60 1 29 34 22 107 26 111 28 111

KASSON  60 KASSON  115 1 76 91 77 101 78 101 79 101

124 KASSON 115/60-kV Transformer & CALVO-KASSON 60-kV Line MANTECA 60 MANTECA 115 3 31.2 37.5 102 103 100 103 98 103

201 STANISLS Generator & TESLA - ELLS GTY 115-kV Line KASSON  115 KSSN-JC2 115 1 126 148 29 107 51 112 61 116

TESLA JB 115 TESLA   115 1 126 148 63 99 ---- ---- ---- ----

TESLA JA 115 TESLA   115 1 151 175 57 88 ---- ---- ---- ----

202 STANISLS Generator & MANTECA - KSSN-JC1 115-kV Line ELLS GTY 115 TRACY JC 115 1 130 150 92 112 ---- ---- 69 92

LEPRINO 115 TRACY JC 115 1 164 194 73 86 ---- ---- ---- ----

209 I.ENERGY Generator & VLLY SPS -AMFPR_SW 60-kV VLLY SPS 60 PRDE JCT 60 1 21.9 25.4 12 153 12 153 12 154

From Bus To Bus Ratings (MVA)

TABLE B-4
POWERFLOW RESULTS - GWF TRACY PEAKER (115-KV INTERCONNECTION)

(PG&E Category B Outages - 230-kV and Below)

Impacted Line or Transformer 04hs-115-base 04hs-115-2a 04hs-115-3b
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